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Abstract: In an ongoing project, low-investment measures for the optimization of district heating
systems are analyzed. The optimization strategies are collected in a catalog, which is the core of
a guideline. The application of this guideline is demonstrated using two concrete district heating
networks as examples. In this study, the improvement of an analog controlled district heating
substation by an electronic controller is investigated. High supply temperatures and heat losses
are often a challenge in district heating networks. The district heating substations have a major
influence on the network return temperatures. The comparison of the two substation setups with
analog and electronic controllers is carried out by laboratory measurement. It can be shown that the
return temperatures can be reduced by an average of 20 K in winter and transition, as well as 16 K in
summer. The district heating network losses are calculated for one of both specific district heating
networks. They are calculated from the ratio of network losses to generated energy. The generated
energy is the sum of network losses and consumer demand. The thermal losses of the network can
be reduced by 3%. The volume flow in the heating network can be reduced to a quarter. Therefore,
the pumping energy requirement drops sharply since these changes cubically affect the volume flow.

Keywords: district heating substation; control; optimization; local district heating networks;
non-retrofitted single-family houses; thermal test rig

1. Introduction

The presented study is in the context of the transformation of existing district heating
networks (DHNs) into so called fourth generation DHNs’ [1]. Some studies have described
this transformation [2,3]. This transformation ensures the continued existence of DHNs in
the future, as it aims for lower heat losses and allows the integration of low-temperature
heat into DHNs, such as renewable-energy based heat sources or industrial excess heat.
Sorknæs et al. [4] demonstrated the economic and energetic effect from third to fourth
generation transition by considering Aalborg Municipality, Denmark as a case study area.
The cost of the energy system was reduced by about 3%, and total primary energy demand
was reduced by 4.5%, which was achieved as a result of the better integration of industrial
waste heat and heat pumps to DHNs. Averfalk and Werner [5] pointed out that in the case
of heat generation from geothermal energy, industrial excess heat, solar thermal energy
and heat pumps, the influence of lower network temperatures on heat generation costs
is distinctive.

Since lower network temperatures are a necessary prerequisite in order to use the
aforementioned heat sources, various optimization approaches were investigated to reduce
the return temperatures in DHNs. Table 1 summarizes the various optimization measures
and their impact in order to reduce the return temperatures.

Basciotti et al. [6] investigated the influence of building renovation on the reduction of
return temperatures. However, only a significant retrofitting rate (more than 80% of the
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buildings in the studied area) helped to bring down return temperature in the DHN up
to 1.2 ◦C. Köfinger et al. [7] examined the reduction by supplying new consumers with
low system temperatures from the return flow of existing consumers with high system
temperatures. In that scenario, consumers with a total heat demand of 630 MWh were
connected to an existing heating network with an annual demand of 2400 MWh. In this
study, the return temperature could be reduced by 1.8 ◦C.

Other developments have revealed, including that both the optimal operation of the
space heating system and the control strategy of the district heating substation (DHS) can
positively contribute to an improvement of the overall efficiency. A new control method
investigated by Gustafsson et al. [8] compared the previous heating control (based on the
outdoor temperature) with a methodology that takes the primary supply temperature
of the network into account. A larger temperature difference between flow and return
was achieved by the control algorithm compensating for the variation in the outdoor
temperature and the fluctuations in the supply temperature on the network side. The
return temperature could be reduced by a maximum of up to 4.8 ◦C. Optimal control was
developed for the consumer-side heating supply temperature and volume flow by van
Oevelen et al. [9]. The secondary supply temperature was increased with a simultaneous
reduction of the secondary volume flow. Using this method, the average return temperature
in the high-temperature case dropped by 6 ◦C. The authors also investigated the impact of
oversized heating system design. They identified that with 100% oversizing, the return
temperature can be decreased by 9.8 ◦C. Both measures together led to reductions in the
return temperature of up to 18.2 ◦C. Tol et al. [10] developed a control strategy that allowed
for the adoption of the feed temperature at the district level to the cooling performance
of the consumer substation. Compared to the outside temperature-based control strategy,
the new one led to less electricity power loss in the case of the cogeneration heat and
power plant.

In order to increase the efficiency of DHNs, faults in customer stations have to be
identified. A new fault detection method has been presented which works with the
temperature difference signature [11]. The method presented is fast and inexpensive,
and therefore feasible in practice. A field test in a Swedish district showed that 10% of
substations were identified with temperature difference faults by on-site inspection, while
6% were detected by this method. Another method to identify faults in DHS is excess flow
analyses [12]. Testing this method in the field estimates a return temperature reduction of
4 ◦C to 8 ◦C, even though only typical errors such as calcified heat exchangers and missing
check valves are fixed. Since reliable fault detection brings so much savings, research is
being conducted on various approaches [13].

Table 1. Methods for lowering return temperatures.

Optimization Measure Decreased Return
Temperatures Reference

Retrofitting buildings 1.2 ◦C [6]
High- and low-temperature consumer cascade 1.8 ◦C [7]

Heating supply temperature controlled by DHN feed
temperature 4.8 ◦C [8]

Heating control curves 6 ◦C [9]
Oversizing heating system design 9.8 ◦C [9]

Faulty detection of DHS and elimination of typical faults
in DHS 4 ◦C to 8 ◦C [12]

The optimization of the design and hydraulics is also still progressing. In refer-
ences [14,15], various DHS constructions were identified for multifamily buildings in order
to reduce the DHN return temperatures. A promising concept with a fresh water module
and a serial-connected heat exchanger led to better cooling and has been described as eco-
nomically feasible [14]. Elfner et al. [16,17] further developed the aforementioned concept
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for different heat generation plants, as well as building types and standards. In doing so,
the return temperatures can be reduced and therefore the efficiency of the overall system
can be significantly improved. For single-family houses (SFHs), the financial framework is
too tight for more complex DHS systems. Therefore, the design of the DHS needs to be im-
plemented by only a few components. The presented study shows that return temperatures
can be reduced by 16 ◦C to 20 ◦C by means of an electronic controller with less expense.
The study aims to show that a fundamental upgrade of the analogue standards in existing
DHNs should always be considered. Since in these cases the DHN feed temperature is
maintained, the capacity of the system is increased considerably so that further consumers
can be connected. Otherwise, the volume flow drops profitably.

The results of this study will be transferable to a whole range of DHNs. Analog
controlled DHSs with so called self-operated valves are quite common [18]. Between the
end of the 1990s and the 2020s, more DHNs were built in Germany using the heat generated
from the biomass combined heat and power process. The heat extracted from biomass
cogeneration was often seen as a costless supplement to electricity generation. Therefore,
the focus was not on heat use efficiency. With the ending of the Renewable Energies Act
(EEG) subsidy after 20 years of operation, the focus is now shifting to the efficient use
of heat. Therefore, this study will help some DHN operators to continue operating their
DHNs more economically.

2. Materials and Methods
2.1. Positioning of This Study in the Overall Context of the OREWA Project

Improving DHNs with low-investment measures ensures their cost- and energy-
efficient operation in the future and is vital for energy transition. The ongoing research
project ‘OREWA’ (optimization and restructuring of DHNs including evaluation of trans-
ferability, ecology, and economy) contains the collection of optimization measures in a
catalog up to the application of these measures. The three methodical steps are illustrated
in Figure 1.
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Figure 1. Methodology of the ongoing research project OREWA.

The first step of the OREWA project shown in Figure 1 involves collecting optimiza-
tion measures from published studies and from the ongoing investigation. The catalog
is intended to serve as a guideline for district heating operators. Based on typical DHN
characteristics such as overall energy demand, heat density, network temperatures or key
performance indicators like those defined in [19], the measures are extracted that can be
useful and economical for a specific network. Thus, in the second step (cf. Figure 1), a se-
lection process is implemented. The measurements which are identified to be sensible must
be examined more closely for the operator’s DHN. This procedure will be demonstrated in
the third step using two exemplary DHNs.
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Within the third step, the presented investigation is to be placed, and the step will
be shown exemplarily. For the specific DHNs, several measures from the catalog are
eliminated because of their specific characteristics. The DHNs are small and have high
heat losses and high DHN return temperatures. Therefore, the measures identified as
beneficial are the upgrade of the substations and subsequently the reduction of the return
temperatures. This paper focuses on the laboratory experiment used to determine the
potential optimization of the DHS and thus for the district heating system. The results are
then used to calculate the thermal savings via simulation. In addition, the cost of improving
the substation must be calculated accurately.

2.2. Objective of DHS Optimization

Analysis of the specific DHNs showed that the difference between the supply and
return temperatures of the DHNs is about 8 K on an annual average. Thus, the system is
very inefficient. It was recognized that this is due to the analog controlled DHSs with so
called self-operated valves. It was observed that high volume flows continuously flowed
on the primary side of the substation, even in times with no demand. On the one hand,
the everlasting volume flow is due to the kind of the controller; on the other hand, the
high-volume flows are due to poor manual adjustment of the controller. The question is
how to lower the return temperatures and enhance the controller. For this purpose, a few
necessary requirements were considered for the new DHS controller:

• It should need as few parameters as possible and can be installed into the existing
DHS;

• It should be built as a retrofitting module for each analog controlled existing DHS;
• It should be as simple and therefore inexpensive as possible;
• It should close the valve on the DHN side completely in times with no demand;
• It should be able to control the supply temperature on the heating system side. Thus,

the return temperature will be lower, because the heating systems need only 60 ◦C
for the supply temperature and not 70 ◦C, which is automatically set with the analog
controller (see detailed description below);

• It should have a communication interface to the heating center. Firstly, this enables
faults to be detected and secondly, further optimization, such as intermittent operating
strategies, can be implemented.

Basically, the electronic controller requires two values for the valve opening degree (cf.
Figure 2b red circled valve). One is the maximum acceptable return temperature on the
DHN side TDHN return limit and the other is the desired supply temperature on the secondary
side Ttarget sec. supply. The actual values of TDHN return and Tsec. supply are compared with the
specified temperatures. Figure 3 displays the controller logic which is used to operate the
primary side valve.
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2.3. Description of the State-of-the-Art and Optimized DHS Setup

The DHS, which is installed in the two specific networks, is shown in Figure 2a. The
part of the DHS setup from the DHN to heat exchanger is called the primary side. The
domestic installation is referred to as the secondary side. Originally, the heating systems
in such SFHs were supplied by oil boilers. By removing these oil boilers, the domestic
hot water (DHW) storages, as well as the controllers of the pumps, were left independent
from the new heat transfer components. In principle, the DHN is coupled into the existing
house system via a plate heat exchanger and a thermostatic valve. The thermostatic valve
is set to a target return temperature on the primary side (cf. Figure 2a). Fluid between the
sensor and the valve expands to a greater or lesser extent proportionally to the DHN return
temperature and thus determines the degree of opening of the valve. In the case of a low
temperature in the DHW return pipe, the consumption by the consumer is assumed to be
high. Subsequently, the fluid within the thermostat sensor contracts, allowing the valve
to open further. If the demand is small or non-existent, i.e., the DHN return temperature
is close to the DHN feed temperature, the valve almost closes completely. A permanent
small opening of the valve is necessary for the proper functioning of the thermostatic valve.
However, this leads to the fact that during times of low heat demand (e.g., summer), a
small mass flow with high temperature permanently flows through the pipes, causing high
thermal losses of the DHN. The thermostat DHS is an ‘uncontrolled DHS’, as the secondary
side cannot be set to specific set points. As a result, the temperature on the secondary side
solely depends on the temperature on the primary side.
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To overcome the aforementioned problems, the thermostatic valve is replaced by a
flow controller with an additional electric actuator (cf. Figure 2b, red circled valve).

The automatic flow controller can be configured individually in each SFH to meet
the maximum load agreed in the contract with the network operator. Configuration of the
automatic flow controller allows for easier hydraulic balancing of the DHN. The particular
advantage of this method is that the DHN can properly supply all consumers in the design
case; even the consumers at the furthest point from the heating center receive the ordered
power. In combination with the electric actuator, an electronic controller controls the flow.
The required parameters are stored in the controller. Another advantage of the electronic
controller is that central control from the heating center is possible. Depending on the given
parameters, the controller can adjust the flow by means of the electric actuator. In case
of no consumption, the valve is completely closed, therefore reducing the thermal losses
of the DHN. At the same time, it is possible to separate the supply of the space heating
system from charging the DHW storage. The particular advantage of such a DHW charging
priority is that the storage tank can be charged as quickly as possible. The maximum load
can be used for charging the storage tank. During the time when the storage tank is
charged, the return temperatures are much higher than at times when only the heating is
operated. Thus, a fast charging time keeps the time with high return temperatures as short
as possible. This system is undoubtably more complex than the uncontrolled one. The
electronic control requires a few settings, and the valve is dependent on auxiliary power.

To quantify the benefit of this setup, both DHSs were measured on a thermal test rig
in the laboratory (cf. Figure 4).
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In the subsequent text, the following abbreviations are used for the systems:

• Thermostatically controlled DHS (ThermDHS);
• Electronically controlled DHS (ElecDHS).

The investigation was carried out by measurements in the laboratory. For this purpose,
a thermal test rig was constructed (cf. Figure 5). All sensors and actuators were controlled
and measured by software. Data acquisition devices connect the software and the hydraulic
circuits. They transmit the values to the actuators and record the values from the sensors.
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The DHN, as well as the heating and tap water demand, are emulated with the hydraulic
circuits of the test rig [20].
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The measurement of both DHSs takes place under the same consumer demand pro-
files. They are measured under a representative heating load profile of a winter day and a
transition day [21]. In the case of the DHW demand, the same profile is used for winter,
transition, and summer days. The measurement of each typical day means a 24 h mea-
surement. The resolutions of the load profiles should be chosen in such a way that they
provoke a realistic behavior of the DHS. Therefore, the resolutions worked out by [14] were
chosen (cf. Table 2). A data acquisition unit recorded the measurement data every 2 s. This
ensures that peaks are detected as accurately as possible.

Table 2. Sufficient resolution of demand profiles.

Profile Sufficiently Accurate Resolution [14] Reference

Heat demand 10 min [21]
DHW demand 10 s [22]

The three measured typical days are used to calculate the values like return tempera-
tures or DHN losses for one year (cf. Section 3.4.2).

In order to use representative load profiles, the heating profiles according to VDI 4655
were utilized [21]. The annual heating demand was determined from the typical demands
(cf. Table 3).

Table 3. Typical yearly demand of SFH in the specific DHNs.

Part Size

Yearly heat demand 26 MWh
Full load utilization hours 1700 h

Maximum load 15 kW

For the DHW demand profiles, a load profile with a high resolution was used
(cf. Table 2). In the case of the two investigated DHNs, an average of 3.4 people live
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in a household, which results in an average daily demand of 4.7 kWh. The values used as a
basis for calculating the DHW demand are shown in Table 4.

Table 4. The basis for calculation of the DHW profile.

Part Size

Yearly DHW demand 500 kWh per person [21]
Numbers of persons per SFH 3.4

Daily energy demand 4.7 kWh

The temperature levels given in Table 5 were used as the basis for the measurements
in the laboratory. The specific DHNs are both operated with constant supply temperatures
of 75 ◦C all year round. A heating system design temperature of 60 ◦C/40 ◦C is repre-
sentative of the consumers in both existing DHNs according to the operator. However,
the disadvantage with the ThermDHS is that the secondary side supply temperature can-
not be determined. It depends directly on the DHN feed temperature. Thus, the supply
temperature on the secondary side for this system is 70 ◦C.

Table 5. Given temperatures for the laboratory measurement.

ThermDHS ElecDHS

Part Name Value

DHN Feed temperature 75 ◦C all seasons
Heating Design temperatures 70/50 ◦C 60/40 ◦C

DHW storage tank Maximal and minimal temperatures 55 ◦C, 45 ◦C

The heat demand profiles were calculated for measurement in the laboratory with
a constant supply and return temperature. As described, these are 60 ◦C/40 ◦C for the
ElecDHS and 70 ◦C/50 ◦C for the ThermDHS. Accordingly, the volume flows vary depend-
ing on the fluctuating demand.

In DHNs, a low maximum charging temperature of the storage tank is typically
aimed for, as the return temperatures rise accordingly during charging. At the same time,
lower charging temperatures can keep the calcification of the heat exchanger low [14].
Therefore, 55 ◦C was used as the maximum storage temperature in the laboratory test. At
this operating temperature, [23] requires that the water be completely replaced at least
every three days. In practice, however, to prevent legionella, the DHW storage tanks are
designed to replace the water once a day. With the electronic controller, however, the
once-a-day heating up to and over 60 ◦C can also be fulfilled. The temperature sensor is
located at one-third of the way below the top of the storage tank. In the laboratory test, the
storage tank in the DHS has a volume of 200 L.

With the ElecDHS, the storage tank can be charged with priority. This means that the
heating is off when the storage tank is charged. As a result, the supply temperature on the
secondary side can be controlled independently from the supply temperature when the
heating system is in operation.

As an outcome of the presented article, the energetic benefit of reducing the return
temperatures is calculated for one of the two specific DHNs. Considering the energy
demand of the circulation pump allows for an extrapolation of the electrical energy savings.

3. Results and Discussion
3.1. Quality of Measurement Data

To ensure sufficient quality of the measurement data, the same boundary conditions
must be met during the measurement. This includes that the constant supply temperature
on the primary side of 75 ◦C for the DHN emulation is met, as well as that the temperature
decrease in the heating circuit corresponds to the setpoint of 40 ◦C in case of ElecDHS and
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50 ◦C in case of ThermDHS. All target temperatures are colored green in Figure 2. Likewise,
the heating and DHW energy quantities purchased must correspond to the target values.
The relative errors (δx) describe the deviation from the target values (cf. Figure 6), which
are calculated according to Equation (1) [24].

Treturn,n =
∑n

i (Treturn,i ×
.

mreturn,i)

∑n
i

.
mreturn,i

(1)
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The measured and target values for the heating energy demand differ because the
target value for heating energy demand was calculated with a specific temperature differ-
ence. In practice, the temperature difference between the supply and return temperatures
is slightly off. The deviations have not influenced the evaluated return temperature. It has
a negligible impact on the required mass flow from the heating network. The measurement
data can be validly compared.

3.2. Resulting Return Temperatures

The pure measured values are not compared, since the mass flow rates are temporarily
different and have to be taken into account. Equation (2) shows the calculation of the
weighted temperatures.

Treturn,n =
∑n

i (Treturn,i ×
.

mreturn,i)

∑n
i

.
mreturn,i

(2)

where:

• n: current time;
• i: 1 to n, with step = 1;
• Treturn,n: measured return temperature at the current time stamp;
• Treturn,i: measured return temperature at time stamp I;
• .

mreturn,i: measured mass flow rate at time stamp i.

With the thermostatically controlled DHS, it is noticeable that the DHN return tem-
perature is much higher with the ElecDHS (cf. Table 6). This is due to the setting of the
thermostat sensor. The setting of the sensor is based on summer operation. This means
it reaches approximately 68 ◦C when the supply temperature in summer is around 70 ◦C.
It is set in such a way that a small volume flow always flows into the DHN when there
is no demand. As a result, there is a relatively high-volume flow on the primary side in
comparison to ElecDHS.
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Table 6. Results for the different DHS setups.

Day Parameter ThermDHS ElecDHS

Winter

DHN return temperature 66 ◦C 46 ◦C
Temperature difference between heating supply and return 15.5 K 13.7 K

Number of storage charging cycles 4 10
Average value of primary flow rate 640 L/h 165 L/h

Transition

DHN return temperature 67 ◦C 48 ◦C
Temperature difference between heating supply and return 16.4 K 15 K

Number of storage charging cycles 4 8
Average value of primary flow rate 350 L/h 90 L/h

Summer
DHN return temperature 69 ◦C 53 ◦C

Number of storage charging cycles 2 2
Average value of primary flow rate 200 L/h 12 L/h

With the electronically controlled DHS, it is possible to charge the storage tank and
stop heating at the same time. This is useful because the storage is charged faster when all
the available thermal power is used for charging only. The heating supply temperature is
mixed with the colder water from the storage tank due to unwanted circulation (marking
5 in Figure 7). It mixes the storage tank temperature of around 50 ◦C with 60 ◦C of the
supply temperature on the secondary side. With ElecDHS, the storage tank is recharged
very frequently during periods with exclusive heating demand due to this unwanted
circulation in the heating circuit. This is examined in more detail in the following paragraph.
The electronically controlled DHS frequently recharging the storage tank is particularly
disadvantageous. Charging the storage tank causes the otherwise low return temperatures
to increase. During periods with heating demand only, these temperatures are around
41 ◦C (heating return has an average temperature of 40 ◦C).
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Figure 7. The storage tank is fully charged. The pump (1) is switched off. As the pump (2) is switched on to supply the
space heating demand, the return flow of the heating passes the storage charging circuit in the opposite direction of the
pump (3), causing the storage tank (4) to cool down. As a result, the mass flow mixes with the heating supply at point (5),
subsequently cooling it down.

During the charging process of the storage tank, however, the average return tempera-
tures were measured to be 53 ◦C. The results for the transition day change in relation to the
winter day because lower volume flows are sufficient to cover the heating demand. The
lower volume flows also lead to a slightly more efficient temperature spread in the heating
supply and return. Likewise, the lower volume flows lead to less unwanted circulation,
which reduces the storage tank temperature. So, the storage tank only needs to be charged
eight times during the day. However, it can be seen that the weighted return temperature
during the storage tank charging cycles has a higher influence on the total return temper-
ature for the day. This is because the flow rate of the primary side is very small during
heating, since the demand is so low. The return temperature for the ThermDHS is quite high
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throughout the year. The storage tank is not discharged as much as with the ElecDHS due
to the unwanted circulation. The reason for this is that the heating is inevitably operated
at higher temperatures. The volume flows in the DHN are many times higher with the
ThermDHS.

In summer, the return temperatures from the ThermDHS rise to 69 ◦C, as the DHW
storage tank is not often charged. Significantly lower return temperatures of 53 ◦C can be
achieved with the ElecDHS setup.

3.3. Examination of Unwanted Circulation and Natural Convection

The measurement of both DHSs reveals faulty circulation on the secondary side. The
direction of the unwanted circulation is shown in Figure 7. The heating pump circulates
the 40 ◦C warm water (50 ◦C in case of the ThermDHS) from the heating system through
the storage tank charging cycle. So, the 45 ◦C to 55 ◦C warm water inside the storage tank
cools down. The field measurement data confirms this unwanted circulation flow.

In addition to the unwanted circulation, it can be observed that the storage tank
cools down via the DHW and Domestic Cold Water (DCW) extraction pipes by natural
convection. If there is no extraction, the DHW cools down via microcirculation (cf. Figure 7).
This is a well-known problem with storage tank installations [25]. It can be avoided through
siphons, heat traps, or check valves. Both phenomena—unwanted circulation and cooling
through natural convection—have been verified by measurement data from the field. This
ensures that these problems were not only caused by the test rig design (cf. Figure 8).
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The field measurement data show that the same phenomenon is observed in all
seasons. In summer, the difference between stored and extracted energy is smaller as
compared to the other seasons. This is because there are only losses caused by natural
convection in summer. On transition days, the space heating demand and therefore the
flow rate and consequently the faulty circulation volume flow is lower than on winter days.
This means that the storage tank has to be recharged less often than in winter. The same
result has been observed in the laboratory measurement. While the laboratory measured
transition day (orange line) has five charging and four discharging processes, the day from
the field measurement has four of both.

The balancing of the extracted and charged energies of a transition day measured in
the laboratory with ThermDHS identified that 2.7 kWh of the energy was lost due to natural
convection. While, on other days, the energy loss was also measured as 2.7 kWh. Table 7



Resources 2021, 10, 53 12 of 17

represents the overview of the energy balancing of the storage tank. In total, 1.4 kWh of
energy extracted by the unwanted circulation is supplied to the heating.

Table 7. Balancing of the storage energy in 24 h.

Part Winter Day

Incoming energy 11 kWh
Discharging through unwanted circulation 1.4 kWh

Extracted energy for DHW 4.5 kWh
Net energy stored in the storage at the end of the day 1.5 kWh

Standby losses 0.9 kWh
Energy losses through natural convection 2.7 kWh

A large amount of heat can be saved by preventing natural convection (cf. Table 8).
Consumers pay nothing for the energy that is lost again through natural convection.
However, more frequent storage tank charging with the ElecDHS results in higher return
temperatures. Therefore, it is a disadvantage for the DHN operator. A DHN with 40 SFHs
would save around 40 MWh per year. Therefore, almost two more SFHs could be supplied.

Table 8. Losses through natural convection.

Part Thermal Losses

In 24 h per SFH 2.7 kWh
Per SFH and year 1.0 MWh

DHN with 40 SFH per year 40 MWh

To avoid the temperature loss of the storage caused by the DHW outlet pipes and
the unwanted circulation, an ElecDHS improvement was investigated. The aim was to
determine whether optimization of the house-side hydraulics was worthwhile. Therefore,
the advantages and disadvantages of preventing descripted phenomena will be examined.
In the improved version, the storage tank charging pipes are secured by check valves that
prevent unwanted circulation. In addition, heat traps avoid the storage tank discharge via
microcirculation. The improved DHS, named ElecDHS imp, was measured in the same way
as the others. Table 9 shows the weighted return temperatures in comparison to ElecDHS.

Table 9. Results for the different DHS setups.

Day Parameter ElecDHS ElecDHS imp

Winter

DHNreturn temperature 46 ◦C 42.2 ◦C
Temperature difference between heating supply and return 13.7 K 17 K

Number of storage charging cycles 10 2
Average value of primary flow rate 165 L/h 157 L/h

Transition

DHN return temperature 48 ◦C 42.2 ◦C
Temperature difference between heating supply and return 15 K 18 K

Number of storage charging cycles 8 2
Average value of primary flow rate 90 L/h 70 L/h

Summer
DHN return temperature 53 ◦C 53 ◦C

Number of storage charging cycles 2 2

It is clearly visible that the ElecDHS imp achieves significantly fewer storage tank
charging processes and, therefore, also lower return temperatures. The average return
temperature is about 4 ◦C to 6 ◦C lower in winter and transition. With the number of
typical days given in [21], an annual average of 3.6 ◦C lower return temperature can be
expected. In addition, the temperature spread between the heating supply and return is
higher due to the elimination of the unwanted circulation. However, the three-way valve
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and thus the open connection between the storage tank circuit and the heating circuit in
the ElecDHS is not only a disadvantage. The storage tank reduces the level of power peaks
that have to be covered by the DHN (cf. Figure 9). If the heating system requests heat, a
certain portion is immediately provided by the storage tank. In this way, the DHW storage
tank operates as a kind of buffer storage. To analyze this impact, the 43,200-time steps that
occur for a day with a resolution of two seconds are divided into different power levels,
revealing that the ElecDHS imp more frequently leads to higher services from the DHN.
This affects the annual duration curve of the overall system. In order to investigate the
impact in terms of energy supply, a simulation will be necessary.
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ThermDHS has the highest power requirements compared to the other two DHSs.
The DHN itself must cover the 70 ◦C heating supply temperature. The storage tank with
around 50 ◦C cannot compensate for this, as with the ElecDHS. The ElecDHS reaches only
60 ◦C for heating supply temperature.

3.4. Energy Savings Due to Lower Return Temperatures
3.4.1. Reduction of Electrical Pump Power

The higher spread between primary feed and return temperature is also accompanied
by a DHN volume flow reduction. A lower volume flow is associated with a lower pressure
drop, which also reduces the pump energy requirement. In order to estimate the savings,
the average volume flow requirement of a consumer is calculated from the measured
volume flow of the typical days. Table 10 shows the volume flows of each measured DHS
and the calculation of energy savings.

Table 10. Electrical pump power cost due to mass flow rate reduction.

ThermDHS ElecDHS ElecDHS Imp

Average volume flow per year one consumer 443 L/h 102 L/h 92 L/h
k3 =

PElecDHS or ElecDHS imp
PThermDHS

1.3% 0.9%

The necessary electrical power for the pump is calculated as follows [26]:

PP_ElecDHS =

.
VElecDHS·∆pElecDHS

ηP
, (3)

where:

• PP: pump power;

•
.

V: volume flow;
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• ∆p: pressure drops;
• ηP: pump efficiency.

∆p =
L·λ·ρ

2·d·A2 ·
.

V
2
, (4)

where:

• L, d, A: length, diameter and surface of the pipes;
• λ: friction loss ratio;
• ρ: density of water.

If: .
VElecDHSopt = k·

.
VElecDHS, (5)

then it follows from (4) and (5) that:

∆pElecDHS imp

∆pElecDHS
= (

.
VElecDHS imp

.
VElecDHS

)

2

= k2, (6)

And, consequently [27]:

PP_ElecDHS imp =

.
VElecDHS imp·∆pElecDHS imp

ηP
=

k·
.

VElecDHS·k2·∆pElecDHS
ηP

= k3·PP_ElecDHS (7)

The calculation is only an estimation due to the inaccuracies caused by the average
volume flow per year. As pumps are already installed and are only efficient in a certain
range of volume flow, the indicated power consumption is only a theoretical one.

3.4.2. Reduction of Thermal Losses

One of the specific DHNs for which this optimization was investigated has a length
of only 3.3 km. Both UNO and DUO pipes are installed. The investigated DHN currently
has heat losses of 35% in terms of the generated energy. The ElecDHS setup will reduce
the thermal losses by 3%. In return, two to three more SFHs can be connected. The
improvement on the secondary side does not have a strong impact on the reduction of the
DHN losses. Table 11 shows the heat losses in absolute numbers and as a percentage of the
generated energy.

Table 11. Thermal losses calculated with the weighted temperatures for a year.

ThermDHS ElecDHS ElecDHS imp

Absolute thermal losses 439 MWh 375 MWh 366 MWh
Relative thermal losses 35% 32% 31%

A rough estimate of the heat losses can be obtained using Equation (8). A more
accurate calculation of the heat losses will be carried out by means of simulation.

Tmean =
Tf eed + Treturn

2
− Tsoil (8)

where:

• Tsoil: average yearly soil temperature of 10 ◦C;
• Treturn,n: DHN return temperature (see Tables 6 and 9);
• Treturn,i: DHN feed temperature is about 75 ◦C.

By lowering only the return temperature, the DHN mean temperature drops by 6
to 10 K, depending on the season. This observation refers to the differences between the
ThermDHS and ElecDHS setup.
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3.5. Discussion

The thermostatic controller is not an appropriate device for substations in energy-
efficient buildings with lower heating standard temperatures. The supply temperature on
the secondary side is not determinable unless a mixer is installed in the heating circuit. An
advantage is that this controller needs no auxiliary power. The following disadvantages
were identified:

• Higher peak power requested from DHN than the other setups;
• Permanent volume flow from DHN;
• Permanent high return temperatures.

The electric controller provides an important advantage. It can also be used to establish
communication with the heating center. This allows for monitoring of the charging level of
the storage tanks. As a result, the storage tanks can be charged at certain times, so that heat
generation and pipelines of the heating network are more regularly utilized. In addition,
the following advantages have been identified:

• Significant reduction in the average annual volume flow on the DHN side;
• High return temperatures only when the storage tank is being charged;
• Possibility to change DHN feed temperatures depending on the time of year; this

is only possible with the ThermDHS, because the controller is set to a certain return
temperature range;

• Adjustable supply temperature on the secondary side;
• Hydraulic balancing of the DHN.

In summer, the relative thermal losses of conventional DHNs are particularly high,
because the consumption is so low. Therefore, the reduction of the return temperatures by
the ElecDHS is considered as a great benefit. The thermal losses in relation to the generated
energy decrease by 3% with the ElecDHS. This means that two to three more SFHs could be
connected to this specific DHN. Economically, this is definitely advantageous for the DHN
operator. For the homeowners, this implies, on the one hand, an investment in the ElecDHS,
and, on the other hand, a decrease in heat prices. This is due to more consumers of the
DHN and a lower amount of heat production. However, the optimization reduces not
only the DHN losses, but also the pump energy costs. The pumping energy demand was
calculated using the average yearly volume flows. Thus, it is an approximate extrapolation.
By changing the DHS from thermostatically controlled to electronically controlled, the
electrical energy for the circulating pump decreases significantly. The reduction of the
volume flow leads to a substantially lower electrical energy requirement.

The optimization by the ElecDHS imp lowers the return temperatures of the DHN by an
annual average of 3.6 ◦C. This does not achieve a striking improvement in terms of saving
DHN losses. The prevention of natural convection can save about 4% of a household’s
heating energy per year. The extrapolation of the reduction for an entire DHN also shows
that improvements can be profitable here.

In order to reduce the heat losses even further, the feed temperatures of the specific
DHN must be reduced. An outdoor temperature-dependent supply temperature control
will be analyzed, as well as an intermittent operating strategy. Since several users in these
specific DHNs have decentral solar thermal energy systems, it will be investigated if some
parts of the DHN can be kept cold in summer.

4. Conclusions

In a laboratory measurement, the benefits of upgrading an analog controlled substation
with an electronic controller were investigated. This was studied for a specific DHS, but the
controller is quite typical for DHSs in third generation DHNs. It was investigated whether
the return temperatures of the DHN could be significantly reduced with the help of an
electronic controller. The result is that the return temperature and the mass flow rate can be
noticeably reduced with little effort. The laboratory measurement revealed that heat losses
are decreased by 15% when ElecDHS is used instead of ThermDHS. Therefore, it makes
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sense to continue the investigation and determine the costs, since a good benefit can be
achieved with a low-cost investment. Since the operation of DHNs is a highly dynamic
process, a simulation is necessary to calculate the reduction in thermal losses. A simulation
model also allows for the calculation of different scenarios, for example, to reduce the feed
temperature of the DHN in preference to lowering the mass flow rate.
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